WATER MAIN INSTALLATION TRENCH
AREA OUTSIDE OF CURVE

100% SOIL l/f
COMPACTION

#57 STONE OR
SUITABLE UNDISTURBED SOIL

MAX. DEFL.

MAX. DEFL.

*I|z_>x. DEFL. ANGLE

~I|z_>x. DEFL. ANGLE

MECHANICAL JOINT PUSH ON JOINT
Laying Length Laying Length
18 ft. 20 ft. 18 ft. 20 ft.
Size |Deflection Angle| Max Defl. |Approx. Radius [Max. Defl. | Approx. Radius| | Deflection Angle|Max Defl. | Approx. Radius |[Max. Defl. | Approx. Radius
in. deg.-min. in. ft. in. fi. deg.-min. in. fi. in. ft.
3 8-18 31 125 35 140 5 19 205 21 230
4 8-18 31 125 35 140 5 19 205 21 230
6 7-07 27 145 30 160 5 19 205 21 230
8 5-21 20 195 22 220 5 19 205 21 230
10 5-21 20 195 22 220 5 19 205 21 230
12 5-21 20 195 22 220 5 19 205 21 230
14* 3-35 13.5 285 15 320 3 11 340 12 380
16* 3-35 13.5 285 15 320 3 11 340 12 380
18* 3-00 11 340 12 380 3 11 340 12 380
20* 3-00 11 340 12 380 3 11 340 12 380
24> 2-23 9 450 10 500 3 11 340 12 380
30* 2-23 9 450 10 500 3 11 340 12 380
36* 2-05 8 500 9 550 3 11 340 12 380
42* 2-00 7.5 510 8 570 2 7.5 510 8 570
48* 2-00 7.5 510 8 570 2 7.5 510 8 570
*FOR 14" AND LARGER PUSH ON JOINTS, MAX DEFLECTION ANGLE MAY BE LARGER THAN SHOWN ABOVE. CONSULT THE MANUFACTURER
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